Back of Transformer
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$ Fronf of Transformer 1. Pad to be a minimum of 6 thick.
2. Primary and secondary compariment
to be left as an open area.
3. Conduits to be centered in openings
| | ‘ as shown above.
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Concrete Pad Specification

45 kKVA to 750 kVA Padmount Transformer
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